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STATE OF WASHINGTON
WASHINGTON TECHNOLOGY SOLUTIONS
1500 Jefferson Street SE ▪ Olympia, Washington 98504-1501 
DATE:		December 9, 2024
TO:  	All Master Services Agreement – Wireline Ethernet and Fixed Wireless Vendors
FROM: 		Susan Steele, RFQ Coordinator
SUBJECT:  	Amendment #1 to 25-RFQ-018

This amendment serves to add site drawings for some sites on the RFQ.  

The following sites have drawings/photos attached for:


	DSHS2076 
	  3302 Picard Place Sunnyside, WA 98944 
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LAN ROOM NOTES:

JEEN

o0k

PROVIDE VENTILATION & COOLING,

AND BOND TO GROUND BUSS.

GROUND ANTI—STATIC FLOORING (ASF) TO GROUND BUSS W/ 7FT COPPER
GROUNDING STRAP/1,000 S.F. OF FLOOR AREA, UNDER ASF AND CONNECTED TO

GROUND BUSS.

PROVIDE ANTI STATIC (STATIC DISSIPATIVE TILE) AT LAN ROOMS & IT WORK ROOMS.
TENANT FURNISHED EQUIPMENT RACKS. CONTRACTOR TO BOLT EACH RACK TO FLOOR.
PROVIDE ELECTRICAL GROUNDING BUSS AND GROUND EACH RACK TO BUILDING
GROUND. COORDINATE GROUNDING BUSS LOCATION WITH TENANT DATA AND SECURITY

SERVICE PROVIDER.

PROVIDE (4) 3” CONDUIT PATHWAYS FROM BUILDING MDF/TELCO (LAN) ROOM FOR
NEW WIRING AND FOR FUTURE PULLS.

PROVIDE (4) 12" LENGTHS OF 3” CONDUITS THROUGH THE CEILING IN THE TELCO
(LAN) ROOMS WHERE THE TELCO (LAN) RACKS MEET THE WALL.

PROVIDE FIRE TREATED PLYWOOD BACKING ON ALL FOUR WALLS OF THE TELCO (LAN)

ROOM.

PROJECT NOTES

—_

10.

1.

12.

13.

14.
15.

16.

17.

18.
19.
20.
21.
22.

23.
24.

25.

26.

27.

12,000 BTU COOLING. PER LSR.
PROVIDE #6 GROUND WIRE FROM BUILDING MAIN ELECTRICAL GROUND TO LAN ROOM

ALL FINISHES TO BE SELECTED FROM LSR COMPLIANT MATERIALS BY TENANT.
PROVIDE LSR. COMPLIANT SUSPENDED ACOUSTICAL TILE CEILING & METAL GRID
THROUGHOUT EXCEPT WHERE NOTED (SEE FINISH SCHEDULE, LSR DIVISION ‘09
00 00 FINISHES®). (TYP.).

PROVIDE GYP BD. CEILINGS PER LSR. TEXTURE & PAINT. COLOR AS SELECTED
BY TENANT.

PROVIDE NEW LSR COMPLIANT WALL FINISHES THROUGHOUT LEASED SPACE (SEE
FINISH SCHEDULE, LSR DIVISION '09 00 00 FINISHES').

PROVIDE NEW LSR COMPLIANT FLOOR FINISHES THROUGHOUT LEASED SPACE (SEE
FINISH SCHEDULE, LSR DIVISION '09 00 00 FINISHES'). CARPET TILE
THROUGHOUT EXCEPT WHERE NOTED. REFER TO LSR SECTION 09680.

PROVIDE OPERABLE WINDOW & RELITE COVERINGS PER THE LSR, VERIFY
MOUNTING AND DIMENSIONS. COLOR SELECTED BY TENANT AGENCY.

KEY ALL LOCKS PER TENANT INSTRUCTIONS. ENGAGE THE SERVICES OF A
PROFESSIONAL LOCKSMITH TO PROPERLY ADVISE ON GRAND
MASTER/MASTER/CHANGE KEY STRATEGY IN CONSULTATION WITH THE TENANT.
PROVIDE TOILET ACCESSORIES PER LSR SECTION 10 28 00.

CONTINUOUS 1X4 SOLID HARD WOOD (S4S) CHAIR RAIL. AT 3'—0"AFF. FINISH AS
SELECTED BY AGENCY/TENANT PER LSR. AT INTERVIEW, TRAINING, LOBBY,
CONFERENCE, OFFICE, SOCIAL HUB, HOTEL OFC, PRIVACY POD, COMMUNITY
RESOURCE.

PROVIDE HVAC DISTRIBUTION, ZONING, & CONTROLS TO MEET LSR’S, & CURRENT
ENERGY CODE. ZONE AND BALANCE HVAC TO PROVIDE NUMBER OF ZONES AND
SPECIFIED VENTILATION RATES PER LSR.

PROVIDE LIGHTING & SWITCHING TO MEET PLAN CONFIGURATION AND LSR’S.
PROVIDE SUFFICIENT LIGHT FIXTURES TO MEET ILLUMINATION LEVELS OF 30—35
FC AT DESK TOP HEIGHT.(30” A.F.F.). PREPARE PHOTOMETRIC PLAN AND MODIFY
LIGHTING PLACEMENT AND NUMBERS AS REQUIRED TO PROVIDE LSR. COMPLIANT
LIGHTING LEVELS.

LESSOR SHALL PROVIDE A LICENSED ELECTRICIAN TO CONNECT ALL HARD WIRED
POWER (NON—LOW VOLT) CONNECTIONS INCLUDING ALL CONNECTIONS TO AND
WITHIN OFFICE SYSTEMS FURNITURE PANELS, PER L&| STANDARDS.

ALL FURNITURE AND EQUIPMENT SHOWN ARE (NIC) AND ARE SHOWN FOR THE
PURPOSES OF LOCATING UTILITY SERVICE. IN THE CASE OF POWER POLES,
LOCATE JUNCTION BOXES WITHIN 6’ RADIUS ABOVE CEILING.

PROVIDE ADJUSTABLE SHELVING WHERE SHOWN WITH K&V HEAVY DUTY BRACKETS
AND STANDARDS.

LESSOR TO PROVIDE ALL LOW VOLT PATHWAYS AND ROUGH OUT. TENANT WILL
BE RESPONSIBLE FOR ALL DATA WIRING (LOW VOLT) PULLS AND CONNECTIONS.
LESSOR TO BE RESPONSIBLE FOR ALL FINAL POWER (LINE VOLT) CONNECTIONS
AT INSTALLED FURNITURE. POWER POLES ARE PART OF THE FURNITURE AND
ARE THE RESPONSIBILITY OF THE TENANT. LESSOR’S ELECTRICIAN PER L&l STD.
TO INSTALL & CONNECT TO CEILING J—BOX.

PROVIDE CONDUIT AND JUNCTION BOX FOR ELECTRIC STRIKE. PROVIDE CONDUIT
AND JUNCTION BOX FOR CARD READER. COORDINATE INSTALLATION WITH
TENANTS DATA SERVICE PROVIDER. SEE DOOR HARDWARE NOTES.

PROVIDE SOUND ATTENUATION BATTS AT ALL WALLS (SECTION 07200, PARA 1.2).
PROVIDE LIGHT SWITCH DIMMERS IN ALL ROOMS PER CODE REQ.

PROVIDE "FSR # FL500P” FLOOR BOXES WITH 2” CONDUIT STUB TO 4”X4”X4’
OUTLET BOX IN WALL AND ABOVE CEILING. AT CONFERENCE ROOMS.

PANIC BUTTON CONTROL PANEL TO LIST EACH ROOM FOR RECEPTIONIST TO SEE
AFFECTED ROOM.

PROVIDE (3) DUAL—HEAD LEVEL 2 EVSE. CHARGERS, AS SHOWN. SEE SITE PLAN
10/2.0

PROVIDE CORNER GUARDS AT ALL INTERIOR WALL OUTSIDE CORNERS.
CONTRACTOR TO COORDINATE AND SCHEDULE OFFICE PARTITION INSTALLATION
WITH TENANTS INSTALLATION PROVIDER. (PARTITION SYSTEM FURNISHED BY
TENANT AND ASSEMBLED BY TENANTS INSTALLATION PROVIDER) CONTRACTOR TO
PROVIDE POWER DROP TO WORKSTATIONS INCLUDING ELECTRICAL POWER WIRING
AND OUTLET INSTALLATION AT EACH WORKSTATION AS SCHEDULED AND AS SHOWN
ON PLANS. TENANT DATA AND SECURITY SERVICE PROVIDER TO INSTALL ALL
DATA AND SECURITY WIRING.

INSTALL AGENCY SIGN. SIGN PROVIDED BY AGENCY STANDARD GRAPHIC AND LSR
SIGNAGE REQUIREMENTS.

PROVIDE POWER AND DATA/TELECOM SERVICE DROP WITH JUNCTION BOX AND
WHIP FOR SYSTEM FURNITURE CONNECTION. COORDINATE SERVICE DROP
LOCATION WITH SYSTEM FURNITURE VENDOR.

PROVIDE DOOR RELEASE BUTTON & DOOR RELEASE ACTUATOR CONTROLS FOR
AUTOMATIC DOOR OPERATOR.
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GENERAL NOTES

1.

10.
11.

12.

13.

14.

15.

16.
17.

18.
19.
20.

21.

22.

23.

24.
25.

26.

EVL EV
=

UNDER RCW 39.04.260, THIS PROJECT MUST COMPLY WITH ALL THE
REQUIREMENTS FOR PREVAILING WAGE. THE WASHINGTON STATE DEPARTMENT OF
LABOR & INDUSTRIES DETERMINES PREVAILING WAGE RATES & WHICH PROJECTS
MAY BE EXEMPT FROM THIS LAW. FOR MORE INFORMATION, CONTACT THE
DEPARTMENT OF LABOR AND INDUSTRIES.

ALL WORK ON THIS PROJECT SHALL MEET OR EXCEED THE PROJECT
SPECIFICATIONS, CURRENT “LEASED SPACE REQUIREMENTS” INCLUDING THE "NEW
SPACE ADDENDUM", TOGETHER REFERRED TO AS THE LSR, AS PUBLISHED BY
THE STATE OF WASHINGTON, DEPARTMENT OF ENTERPRISE SERVICES (DES), REAL
ESTATE SERVICES (RES). REFER TO (AGENCY) ADDENDUM TO THE LSR. FOR
ADDITIONAL REQUIREMENTS.

THESE DRAWINGS DO NOT REFLECT ALL REQUIREMENTS OF THE GOVERNING
CODES & ORDINANCES. THEY ARE DESIGN DEVELOPMENT DRAWINGS THAT
COMBINED WITH THE LSR. & ANY ADDITIONAL ADDENDA SHOW THE TENANT'S
DESIRED FINAL SPACE CONFIGURATION & PERFORMANCE CRITERIA. LESSOR IS
RESPONSIBLE FOR ALL CONTRACT DOCUMENTS AS REQUIRED FOR PERMIT &
CONSTRUCTION.

THE OWNER & LESSOR SHALL PROVIDE, WITHOUT ADDITIONAL COST TO THE
TENANT, A CONDITIONED SPACE PER LSR. PERFORMANCE STANDARDS TO MEET
BOTH WSEC. & LSR. PERFORMANCE STANDARDS.

DIMENSIONS SHOWN AT WALLS ARE TO INSIDE CLEAR FACE OF FINISH OF GWB.
UNLESS NOTED OTHERWISE. CASEWORK DIMENSIONS ARE TO FACE OF FINISH
UNLESS NOTED OTHERWISE.

ALL DIMENSIONS SHOWN ARE INSIDE CLEAR UNLESS NOTED OTHERWISE.
WALLS ARE ASSUMED TO BE NOMINAL 5" THICK, 4 7/8" ACTUAL. ANY
DIMENSION CREEP CAN BE TAKEN IN AT THE DIMENSION MISSING IN THE STRING.
PAINT & TEXTURE ALL WALLS SURFACES TO MEET LSR. PERFORMANCE
REQUIREMENTS.  FINISHES AS SELECTED BY RES DESIGN PROFESSIONAL FROM
MANUFACTURER'S STANDARD RANGE.

PROVIDE BLOCKING AS REQUIRED FOR ALL INSTALLATIONS INCLUDING WALL &
CEILING MOUNTED CASEWORK, EQUIPMENT, & DEVICES. VERIFY LOAD CONDITIONS
FOR BRACING REQUIRED.

HVAC. DISTRIBUTION, ZONING, & CONTROLS TO MEET LSR. PERFORMANCE
REQUIREMENTS & WSEC. INCLUDE ALL DESIGN & NEW EQUIPMENT FOR CODE
CONFORMING INSTALLATION.

PROVIDE LIGHTS & SWITCHING TO MEET LSR. PERFORMANCE REQUIREMENTS &
WSEC. PER SECTION 26.50.00 OF THE LSR.

PROVIDE POWER & OUTLETS TO MEET LSR. PERFORMANCE REQUIREMENTS &
WSEC. PROVIDE DEDICATED RECEPTACLES AS SHOWN. IDENTIFY ALL POWER
LOCATIONS AS REQUIRED BY LSR. & TENANT AGENCY POWER & CABLING
STANDARDS.

COORDINATE WITH TENANT FOR ALL POWER INSTALLATION LOCATIONS IN IT/LAN
ROOM. PROVIDE GROUNDING BUSS FOR IT EQUIPMENT RACK IN IT/LAN ROOM.
PROVIDE POWER & DATA/TELECOM SERVICE TO TENANT SUITE AS SHOWN ON
DRAWINGS. PROVIDE ALL CONDUIT & JUNCTION BOXES FOR SERVICE
CONNECTION FROM BUILDING SERVICE LOCATION TO TENANT SUITE SERVICE
LOCATIONS AS SHOWN ON DRAWINGS & AS REQUIRED IN LSR.

ALL DATA & SECURITY SERVICE ROUGH-IN, JUNCTION BOXES, & CONDUIT
INSTALLATIONS ARE TO BE PROVIDED BY CONTRACTOR & REVIEWED & ACCEPTED
BY TENANT VENDOR. TENANT DATA, SECURITY WIRING & DEVICES ARE TO BE
PROVIDED & INSTALLED BY TENANT VENDOR. CONTRACTOR TO COORDINATE &
SCHEDULE ALL TENANT DATA & SECURITY INSTALLATION WORK WITH TENANT
VENDOR BEFORE CLOSING—IN OF WALLS AND CEILINGS.

LANDLORD TO PROVIDE FIRE ALARM, DETECTION, ANNUNCIATION, & EMERGENCY
EGRESS LIGHTING SYSTEM INCLUDING ALL DESIGN & INTEGRATION WITH BUILDING
SYSTEMS. PROVIDE EMERGENCY EGRESS LIGHTING. PROVIDE LIGHTED EGRESS
SIGNS AS SHOWN ON DRAWINGS IN COLOR AS SELECTED BY TENANT.

PROVIDE DESIGN FOR FIRE SUPPRESSION SYSTEM TO MEET PLAN CONFIGURATION
& LSR.

PROVIDE RECESSED FIRE EXTINGUISHER CABINETS WITH EXTINGUISHERS IN
LOCATIONS AS SHOWN ON DRAWINGS & AS REQUIRED BY CODE. PROVIDE LSR.
COMPLIANT CABINETS IN COLOR AS SELECTED BY RES DESIGN PROFESSIONAL
FROM MANUFACTURER'S STANDARD RANGE. COORDINATE LOCATION.

FURNITURE & EQUIPMENT ARE NOT IN CONTRACT & SHOWN FOR REFERENCE
ONLY, UNLESS OTHERWISE NOTED.

VOICE & DATA DEVICES ARE NOT IN CONTRACT & SHOWN FOR REFERENCE ONLY,
UNLESS OTHERWISE NOTED.

ACCESS CONTROL SYSTEM & DEVICES ARE NOT IN CONTRACT & SHOWN FOR
REFERENCE ONLY, ELECTRIC STRIKES TO BE PROVIDED BY GC.

GC. SHALL COORDINATE CONSTRUCTION ACTIVITIES WITH TENANT'S VENDOR(S) &
PROVIDE ACCESS REQUIRED FOR INSTALLATION (ROUGH—IN & TRIM—OUT) AS
NECESSARY.

OUTLETS W/IN 36" OF SINK TO BE GFCI (TYP).

OUTLETS AT COUNTERS TO BE MOUNTED AT 42" A.F.F. TO CENTER (TYP.). AS
SHOWN ON DTL.

6” PVC CONDUIT IN CEILING FOR DATA TO ENTER LAN RM. (SEE 9/2.0).
PROVIDE ADEQUATE BRACING & BACKING FOR LARGE MONITOR (607+) WITH
ARTICULATING WALL MOUNT, TV & MOUNT (N.I.C.). COMPUTER POWER & DATA
CONNECTION @ 80" ABOVE THE FLOOR. COMPUTER & MOUNTING HARDWARE BY
TENANT (N.I.C.). STANDARD WALL POWER PROVIDED CENTER OF WALL AT
STANDARD HEIGHT. (SEE ELEVATION).

PLACE FLOOR MOUNTED POWER & DATA CONNECTIONS CENTER OF ROOM. FLUSH
MOUNT ON FLOOR OR PROVIDE QUOTE FOR CONNECTRACK OR SIMILAR SYSTEM.
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1. UNDER RCW 39.04.260, THIS PROJECT MUST COMPLY WITH ALL THE UNDER RCW 39.04.260, THIS PROJECT MUST COMPLY WITH ALL THE REQUIREMENTS FOR PREVAILING WAGE. THE WASHINGTON STATE DEPARTMENT OF LABOR & INDUSTRIES DETERMINES PREVAILING WAGE RATES & WHICH PROJECTS MAY BE EXEMPT FROM THIS LAW. FOR MORE INFORMATION, CONTACT THE DEPARTMENT OF LABOR AND INDUSTRIES. 2. ALL WORK ON THIS PROJECT SHALL MEET OR EXCEED THE PROJECT ALL WORK ON THIS PROJECT SHALL MEET OR EXCEED THE PROJECT SPECIFICATIONS, CURRENT "LEASED SPACE REQUIREMENTS" INCLUDING THE "NEW SPACE ADDENDUM", TOGETHER REFERRED TO AS THE LSR, AS PUBLISHED BY THE STATE OF WASHINGTON, DEPARTMENT OF ENTERPRISE SERVICES (DES), REAL ESTATE SERVICES (RES). REFER TO (AGENCY) ADDENDUM TO THE LSR. FOR ADDITIONAL REQUIREMENTS.  3. THESE DRAWINGS DO NOT REFLECT ALL REQUIREMENTS OF THE GOVERNING THESE DRAWINGS DO NOT REFLECT ALL REQUIREMENTS OF THE GOVERNING CODES & ORDINANCES.  THEY ARE DESIGN DEVELOPMENT DRAWINGS THAT COMBINED WITH THE LSR. & ANY ADDITIONAL ADDENDA SHOW THE TENANT'S DESIRED FINAL SPACE CONFIGURATION & PERFORMANCE CRITERIA. LESSOR IS RESPONSIBLE FOR ALL CONTRACT DOCUMENTS AS REQUIRED FOR PERMIT & CONSTRUCTION.  4. THE OWNER & LESSOR SHALL PROVIDE, WITHOUT ADDITIONAL COST TO THE THE OWNER & LESSOR SHALL PROVIDE, WITHOUT ADDITIONAL COST TO THE TENANT, A CONDITIONED SPACE PER LSR. PERFORMANCE STANDARDS TO MEET BOTH WSEC. & LSR. PERFORMANCE STANDARDS.  5. DIMENSIONS SHOWN AT WALLS ARE TO INSIDE CLEAR FACE OF FINISH OF GWB. DIMENSIONS SHOWN AT WALLS ARE TO INSIDE CLEAR FACE OF FINISH OF GWB. UNLESS NOTED OTHERWISE. CASEWORK DIMENSIONS ARE TO FACE OF FINISH UNLESS NOTED OTHERWISE. 6. ALL DIMENSIONS SHOWN ARE INSIDE CLEAR UNLESS NOTED OTHERWISE. INTERIOR ALL DIMENSIONS SHOWN ARE INSIDE CLEAR UNLESS NOTED OTHERWISE. INTERIOR WALLS ARE ASSUMED TO BE NOMINAL 5" THICK, 4 7/8" ACTUAL.  ANY DIMENSION CREEP CAN BE TAKEN IN AT THE DIMENSION MISSING IN THE STRING. 7. PAINT & TEXTURE ALL WALLS SURFACES TO MEET LSR. PERFORMANCE PAINT & TEXTURE ALL WALLS SURFACES TO MEET LSR. PERFORMANCE REQUIREMENTS.  FINISHES AS SELECTED BY RES DESIGN PROFESSIONAL FROM MANUFACTURER’S STANDARD RANGE.  S STANDARD RANGE.  8. PROVIDE BLOCKING AS REQUIRED FOR ALL INSTALLATIONS INCLUDING WALL & PROVIDE BLOCKING AS REQUIRED FOR ALL INSTALLATIONS INCLUDING WALL & CEILING MOUNTED CASEWORK, EQUIPMENT, & DEVICES. VERIFY LOAD CONDITIONS FOR BRACING REQUIRED. 9. HVAC. DISTRIBUTION, ZONING, & CONTROLS TO MEET LSR. PERFORMANCE HVAC. DISTRIBUTION, ZONING, & CONTROLS TO MEET LSR. PERFORMANCE REQUIREMENTS & WSEC. INCLUDE ALL DESIGN & NEW EQUIPMENT FOR CODE CONFORMING INSTALLATION. 10. PROVIDE LIGHTS & SWITCHING TO MEET LSR. PERFORMANCE REQUIREMENTS & PROVIDE LIGHTS & SWITCHING TO MEET LSR. PERFORMANCE REQUIREMENTS & WSEC. PER SECTION 26.50.00 OF THE LSR. 11. PROVIDE POWER & OUTLETS TO MEET LSR. PERFORMANCE REQUIREMENTS & PROVIDE POWER & OUTLETS TO MEET LSR. PERFORMANCE REQUIREMENTS & WSEC. PROVIDE DEDICATED RECEPTACLES AS SHOWN.  IDENTIFY ALL POWER LOCATIONS AS REQUIRED BY LSR. & TENANT AGENCY POWER & CABLING STANDARDS. 12. COORDINATE WITH TENANT FOR ALL POWER INSTALLATION LOCATIONS IN IT/LAN COORDINATE WITH TENANT FOR ALL POWER INSTALLATION LOCATIONS IN IT/LAN ROOM. PROVIDE GROUNDING BUSS FOR IT EQUIPMENT RACK IN IT/LAN ROOM. 13. PROVIDE POWER & DATA/TELECOM SERVICE TO TENANT SUITE AS SHOWN ON PROVIDE POWER & DATA/TELECOM SERVICE TO TENANT SUITE AS SHOWN ON DRAWINGS.  PROVIDE ALL CONDUIT & JUNCTION BOXES FOR SERVICE CONNECTION FROM BUILDING SERVICE LOCATION TO TENANT SUITE SERVICE LOCATIONS AS SHOWN ON DRAWINGS & AS REQUIRED IN LSR. 14. ALL DATA & SECURITY SERVICE ROUGH-IN, JUNCTION BOXES, & CONDUIT ALL DATA & SECURITY SERVICE ROUGH-IN, JUNCTION BOXES, & CONDUIT INSTALLATIONS ARE TO BE PROVIDED BY CONTRACTOR & REVIEWED & ACCEPTED BY TENANT VENDOR.  TENANT DATA, SECURITY WIRING & DEVICES ARE TO BE PROVIDED & INSTALLED BY TENANT VENDOR. CONTRACTOR TO COORDINATE & SCHEDULE ALL TENANT DATA & SECURITY INSTALLATION WORK WITH TENANT VENDOR BEFORE CLOSING-IN OF WALLS AND CEILINGS. 15. LANDLORD TO PROVIDE FIRE ALARM, DETECTION, ANNUNCIATION, & EMERGENCY LANDLORD TO PROVIDE FIRE ALARM, DETECTION, ANNUNCIATION, & EMERGENCY EGRESS LIGHTING SYSTEM INCLUDING ALL DESIGN & INTEGRATION WITH BUILDING SYSTEMS. PROVIDE EMERGENCY EGRESS LIGHTING.  PROVIDE LIGHTED EGRESS SIGNS AS SHOWN ON DRAWINGS IN COLOR AS SELECTED BY TENANT. 16. PROVIDE DESIGN FOR FIRE SUPPRESSION SYSTEM TO MEET PLAN CONFIGURATION PROVIDE DESIGN FOR FIRE SUPPRESSION SYSTEM TO MEET PLAN CONFIGURATION & LSR. 17. PROVIDE RECESSED FIRE EXTINGUISHER CABINETS WITH EXTINGUISHERS IN PROVIDE RECESSED FIRE EXTINGUISHER CABINETS WITH EXTINGUISHERS IN LOCATIONS AS SHOWN ON DRAWINGS & AS REQUIRED BY CODE. PROVIDE LSR. COMPLIANT CABINETS IN COLOR AS SELECTED BY RES DESIGN PROFESSIONAL FROM MANUFACTURER’S STANDARD RANGE. COORDINATE LOCATION. S STANDARD RANGE. COORDINATE LOCATION. 18. FURNITURE & EQUIPMENT ARE NOT IN CONTRACT & SHOWN FOR REFERENCE FURNITURE & EQUIPMENT ARE NOT IN CONTRACT & SHOWN FOR REFERENCE ONLY, UNLESS OTHERWISE NOTED. 19. VOICE & DATA DEVICES ARE NOT IN CONTRACT & SHOWN FOR REFERENCE ONLY, VOICE & DATA DEVICES ARE NOT IN CONTRACT & SHOWN FOR REFERENCE ONLY, UNLESS OTHERWISE NOTED. 20. ACCESS CONTROL SYSTEM & DEVICES ARE NOT IN CONTRACT & SHOWN FOR ACCESS CONTROL SYSTEM & DEVICES ARE NOT IN CONTRACT & SHOWN FOR REFERENCE ONLY, ELECTRIC STRIKES TO BE PROVIDED BY GC. 21. GC. SHALL COORDINATE CONSTRUCTION ACTIVITIES WITH TENANT'S VENDOR(S) & GC. SHALL COORDINATE CONSTRUCTION ACTIVITIES WITH TENANT'S VENDOR(S) & PROVIDE ACCESS REQUIRED FOR INSTALLATION (ROUGH-IN & TRIM-OUT) AS NECESSARY. 22. OUTLETS W/IN 36" OF SINK TO BE GFCI (TYP). OUTLETS W/IN 36" OF SINK TO BE GFCI (TYP). 23. OUTLETS AT COUNTERS TO BE MOUNTED AT 42" A.F.F. TO CENTER (TYP.). AS OUTLETS AT COUNTERS TO BE MOUNTED AT 42" A.F.F. TO CENTER (TYP.). AS SHOWN ON DTL. 24. 6" PVC CONDUIT IN CEILING FOR DATA TO ENTER LAN RM. (SEE 9/2.0). 6" PVC CONDUIT IN CEILING FOR DATA TO ENTER LAN RM. (SEE 9/2.0). 25. PROVIDE ADEQUATE BRACING & BACKING FOR LARGE MONITOR (60"+) WITH PROVIDE ADEQUATE BRACING & BACKING FOR LARGE MONITOR (60"+) WITH ARTICULATING WALL MOUNT, TV & MOUNT (N.I.C.). COMPUTER POWER & DATA CONNECTION @ 80" ABOVE THE FLOOR. COMPUTER & MOUNTING HARDWARE BY TENANT (N.I.C.). STANDARD WALL POWER PROVIDED CENTER OF WALL AT STANDARD HEIGHT. (SEE ELEVATION). 26. PLACE FLOOR MOUNTED POWER & DATA CONNECTIONS CENTER OF ROOM. FLUSH PLACE FLOOR MOUNTED POWER & DATA CONNECTIONS CENTER OF ROOM. FLUSH MOUNT ON FLOOR OR PROVIDE QUOTE FOR CONNECTRACK OR SIMILAR SYSTEM.
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1. ALL FINISHES TO BE SELECTED FROM LSR COMPLIANT MATERIALS BY TENANT. ALL FINISHES TO BE SELECTED FROM LSR COMPLIANT MATERIALS BY TENANT. 2. PROVIDE LSR. COMPLIANT SUSPENDED ACOUSTICAL TILE CEILING & METAL GRID  PROVIDE LSR. COMPLIANT SUSPENDED ACOUSTICAL TILE CEILING & METAL GRID  THROUGHOUT EXCEPT WHERE NOTED (SEE FINISH SCHEDULE, LSR DIVISION '09 00 00 FINISHES'). (TYP.). 3. PROVIDE GYP BD. CEILINGS PER LSR. TEXTURE & PAINT. COLOR AS SELECTED PROVIDE GYP BD. CEILINGS PER LSR. TEXTURE & PAINT. COLOR AS SELECTED BY TENANT. 4. PROVIDE NEW LSR COMPLIANT WALL FINISHES THROUGHOUT LEASED SPACE (SEE PROVIDE NEW LSR COMPLIANT WALL FINISHES THROUGHOUT LEASED SPACE (SEE FINISH SCHEDULE, LSR DIVISION '09 00 00 FINISHES'). 5. PROVIDE NEW LSR COMPLIANT FLOOR FINISHES THROUGHOUT LEASED SPACE (SEE PROVIDE NEW LSR COMPLIANT FLOOR FINISHES THROUGHOUT LEASED SPACE (SEE FINISH SCHEDULE, LSR DIVISION '09 00 00 FINISHES'). CARPET TILE THROUGHOUT EXCEPT WHERE NOTED. REFER TO LSR SECTION 09680. 6. PROVIDE OPERABLE WINDOW & RELITE COVERINGS PER THE LSR, VERIFY PROVIDE OPERABLE WINDOW & RELITE COVERINGS PER THE LSR, VERIFY MOUNTING AND  DIMENSIONS.  COLOR SELECTED BY TENANT AGENCY. 7. KEY ALL LOCKS PER TENANT INSTRUCTIONS. ENGAGE THE SERVICES OF A KEY ALL LOCKS PER TENANT INSTRUCTIONS. ENGAGE THE SERVICES OF A PROFESSIONAL LOCKSMITH TO PROPERLY ADVISE ON GRAND MASTER/MASTER/CHANGE KEY STRATEGY IN CONSULTATION WITH THE TENANT. 8. PROVIDE TOILET ACCESSORIES PER LSR SECTION 10 28 00. PROVIDE TOILET ACCESSORIES PER LSR SECTION 10 28 00. 9. CONTINUOUS 1X4 SOLID HARD WOOD (S4S) CHAIR RAIL. AT 3'-0"AFF. FINISH AS CONTINUOUS 1X4 SOLID HARD WOOD (S4S) CHAIR RAIL. AT 3'-0"AFF. FINISH AS SELECTED BY AGENCY/TENANT PER LSR. AT INTERVIEW, TRAINING, LOBBY, CONFERENCE, OFFICE, SOCIAL HUB, HOTEL OFC, PRIVACY POD, COMMUNITY RESOURCE. 10. PROVIDE HVAC DISTRIBUTION, ZONING, & CONTROLS TO MEET LSR'S, & CURRENT PROVIDE HVAC DISTRIBUTION, ZONING, & CONTROLS TO MEET LSR'S, & CURRENT ENERGY CODE. ZONE AND BALANCE HVAC TO PROVIDE NUMBER OF ZONES AND SPECIFIED VENTILATION RATES PER LSR. 11. PROVIDE LIGHTING & SWITCHING TO MEET PLAN CONFIGURATION AND LSR'S.  PROVIDE LIGHTING & SWITCHING TO MEET PLAN CONFIGURATION AND LSR'S.  PROVIDE SUFFICIENT LIGHT FIXTURES TO MEET ILLUMINATION LEVELS OF 30-35 FC AT DESK TOP HEIGHT.(30" A.F.F.). PREPARE PHOTOMETRIC PLAN AND MODIFY LIGHTING PLACEMENT AND NUMBERS AS REQUIRED TO PROVIDE LSR. COMPLIANT LIGHTING LEVELS. 12. LESSOR SHALL PROVIDE A LICENSED ELECTRICIAN TO CONNECT ALL HARD WIRED LESSOR SHALL PROVIDE A LICENSED ELECTRICIAN TO CONNECT ALL HARD WIRED POWER (NON-LOW VOLT) CONNECTIONS INCLUDING ALL CONNECTIONS TO AND WITHIN OFFICE SYSTEMS FURNITURE PANELS, PER L&I STANDARDS. 13. ALL FURNITURE AND EQUIPMENT SHOWN ARE (NIC) AND ARE SHOWN FOR THE ALL FURNITURE AND EQUIPMENT SHOWN ARE (NIC) AND ARE SHOWN FOR THE PURPOSES OF LOCATING UTILITY SERVICE.  IN THE CASE OF POWER POLES, LOCATE JUNCTION BOXES WITHIN 6' RADIUS ABOVE CEILING. 14. PROVIDE ADJUSTABLE SHELVING WHERE SHOWN WITH K&V HEAVY DUTY BRACKETS PROVIDE ADJUSTABLE SHELVING WHERE SHOWN WITH K&V HEAVY DUTY BRACKETS AND STANDARDS. 15. LESSOR TO PROVIDE ALL LOW VOLT PATHWAYS AND ROUGH OUT.  TENANT WILL LESSOR TO PROVIDE ALL LOW VOLT PATHWAYS AND ROUGH OUT.  TENANT WILL BE RESPONSIBLE FOR ALL DATA WIRING (LOW VOLT) PULLS AND CONNECTIONS. 16. LESSOR TO BE RESPONSIBLE FOR ALL FINAL POWER (LINE VOLT) CONNECTIONS LESSOR TO BE RESPONSIBLE FOR ALL FINAL POWER (LINE VOLT) CONNECTIONS AT INSTALLED FURNITURE.  POWER POLES ARE PART OF THE FURNITURE AND ARE THE RESPONSIBILITY OF THE TENANT. LESSOR'S ELECTRICIAN PER L&I STD. TO INSTALL & CONNECT TO CEILING J-BOX. 17. PROVIDE CONDUIT AND JUNCTION BOX FOR ELECTRIC STRIKE. PROVIDE CONDUIT PROVIDE CONDUIT AND JUNCTION BOX FOR ELECTRIC STRIKE. PROVIDE CONDUIT AND JUNCTION BOX FOR  CARD READER. COORDINATE INSTALLATION WITH TENANTS DATA SERVICE PROVIDER.  SEE DOOR HARDWARE NOTES. 18. PROVIDE SOUND ATTENUATION BATTS AT ALL WALLS (SECTION 07200, PARA 1.2). PROVIDE SOUND ATTENUATION BATTS AT ALL WALLS (SECTION 07200, PARA 1.2). 19. PROVIDE LIGHT SWITCH DIMMERS IN ALL ROOMS PER CODE REQ. PROVIDE LIGHT SWITCH DIMMERS IN ALL ROOMS PER CODE REQ. 20. PROVIDE "FSR # FL500P" FLOOR BOXES WITH 2" CONDUIT STUB TO 4"X4"X4' PROVIDE "FSR # FL500P" FLOOR BOXES WITH 2" CONDUIT STUB TO 4"X4"X4' OUTLET BOX IN WALL AND ABOVE CEILING. AT CONFERENCE ROOMS. 21. PANIC BUTTON CONTROL PANEL TO LIST EACH ROOM FOR RECEPTIONIST TO SEE PANIC BUTTON CONTROL PANEL TO LIST EACH ROOM FOR RECEPTIONIST TO SEE AFFECTED ROOM. 22. PROVIDE (3) DUAL-HEAD LEVEL 2 EVSE. CHARGERS, AS SHOWN. SEE SITE PLAN PROVIDE (3) DUAL-HEAD LEVEL 2 EVSE. CHARGERS, AS SHOWN. SEE SITE PLAN 10/2.0 23. PROVIDE CORNER GUARDS AT ALL INTERIOR WALL OUTSIDE CORNERS. PROVIDE CORNER GUARDS AT ALL INTERIOR WALL OUTSIDE CORNERS. 24. CONTRACTOR TO COORDINATE AND SCHEDULE OFFICE PARTITION INSTALLATION CONTRACTOR TO COORDINATE AND SCHEDULE OFFICE PARTITION INSTALLATION WITH TENANTS INSTALLATION PROVIDER.  (PARTITION SYSTEM FURNISHED BY TENANT AND ASSEMBLED BY TENANTS INSTALLATION PROVIDER) CONTRACTOR TO PROVIDE POWER DROP TO WORKSTATIONS INCLUDING ELECTRICAL POWER WIRING AND OUTLET INSTALLATION AT EACH WORKSTATION AS SCHEDULED AND AS SHOWN ON PLANS.  TENANT DATA AND SECURITY SERVICE PROVIDER TO INSTALL ALL DATA AND SECURITY WIRING. 25. INSTALL AGENCY SIGN. SIGN PROVIDED BY AGENCY STANDARD GRAPHIC AND LSR INSTALL AGENCY SIGN. SIGN PROVIDED BY AGENCY STANDARD GRAPHIC AND LSR SIGNAGE REQUIREMENTS. 26. PROVIDE POWER AND DATA/TELECOM SERVICE DROP WITH JUNCTION BOX AND PROVIDE POWER AND DATA/TELECOM SERVICE DROP WITH JUNCTION BOX AND WHIP FOR SYSTEM FURNITURE CONNECTION.  COORDINATE SERVICE DROP LOCATION WITH SYSTEM FURNITURE  VENDOR. 27. PROVIDE DOOR RELEASE BUTTON & DOOR RELEASE ACTUATOR CONTROLS FOR PROVIDE DOOR RELEASE BUTTON & DOOR RELEASE ACTUATOR CONTROLS FOR AUTOMATIC DOOR OPERATOR.
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