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STATE OF WASHINGTON
WASHINGTON TECHNOLOGY SOLUTIONS
1500 Jefferson Street SE ▪ Olympia, Washington 98504-1501 
DATE:		April 9, 2025
TO:  	All Network Services Agreement – Broadband ISP Vendors
FROM: 		Susan Steele, RFQ Coordinator
SUBJECT:  	Amendment #1 to 25-RFQ-029

This amendment serves to add site drawings for some sites on the RFQ.  

The following sites have drawings/photos attached for:


	DOCCBY1-Broad
	1830 Eagle Crest Way  Clallam Bay, WA 98326-9724

	DOCFKS1-Broad
	Olympic Correctional Center 
11235 Hoh Mainline Rd  Forks, WA 98331-9492
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DOCCBY1 - Site Map.pdf
If you start at room/hall 1201, you're standing at the entry way of the main building. Follow that hall until you see room/hall
1152. Just to the left of the 1152 label, you’ll see two rooms; 1160 and 1161. This is where the MDF is.
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DOCFKS1 - Site Map.pdf
DRAWING ARE THE EXCLUSIVE PROPERTY OF

CONLEY ENGINEERING INC. AND SHALL NOT
OUT THE EXPRESSED WRITTEN PERMISSION

BE USED OR REPRODUCED IN ANY WAY WITH-
OF CONLEY ENGINEERING, INC.

©®2003 Conley Engineering, Inc.
COPYRIGHT RESERVED. ALL PARTS OF THIS

GENERAL NOTES:

A. OUTSIDE PLANT PATHWAY AND SPACE INFRASTRUCTURE DEPICTED ON THESE DRAWINGS IS EXISTING UNLESS OTHERWISE
NOTED. EXISTING INFRASTRUCTURE IS NEWLY INSTALLED AND CONTAINS NO CABLING. WHERE FIBER OPTIC BACKBONE
CABLING IS CALLED FOR, (4) 1 1/4” INNERDUCTS WITH PULLSTRINGS ARE EXISTING IN EACH 4" CONDUIT DESIGNATED
FOR FIBER. APPROXIMATELY 8’ OF INNERDUCT SLACK EXISTS IN EACH HANDHOLE AND BUILDING ENTRANCE.

B. SEE HANDHOLE BUTTERFLY DRAWINGS, AND TELECOMMUNICATIONS ROOM/ENCLOSURE DETAILS IN THE PROJECT
MANUAL FOR CONDUIT ASSIGNMENTS. PROVIDE AND INSTALL CABLES THROUGH EXISTING CONDUITS INDICATED ON BUTTERFLY
DRAWINGS AND TERMINATE CABLES AS INDICATED ON TELECOMMUNICATIONS ROOM/ENCLOSURE DETAILS (SPLICES ARE NOT ALLOWED
FOR BACKBONE CABLE). USE TABLE ON THIS SHEET FOR CABLE REFERENCES. SHOULD A DISCREPANCY ARISE, CONTACT ENGINEER
IMMEDIATELY AND PROCEED PER ENGINEERS DIRECTION. INSTALL NEW FIBER OPTIC CABLING IN EXISTING 1 1/4" INNERDUCT.
INSTALL NO MORE THAN TWO FIBER OPTIC CABLES IN EACH 1 1/4” INNERDUCT.

C. CABLE CALLOUTS SHOWN ON THIS SHEET ARE IN THE FOLLOWING FORMAT: AA + AA +...,4"C; WHERE "AA"” DEPICTS THE CABLE NAMES
(FROM CABLE SUMMARY BY BUILDING TABLE ON THIS SHEET), "+” (PLUS SIGN) BETWEEN CABLE NAMES INDICATES CABLES ARE TO BE
INSTALLED TOGETHER IN THE SINGLE CONDUIT THAT FOLLOWS THE COMMA (E.G. ,4"C), AND THE SEMICOLON INDICATES THE NEXT
GROUP OF CABLES IS TO BE INSTALLED IN A DIFFERENT CONDUIT.

SHEET NOTES:

1. PROVIDE OUTDOOR RATED OSP CABLE TO BUILDINGS WITH THE FOLLOWING EXCEPTION; PROVIDE INDOOR/OUTDOOR RATED
FIBER TO THE HOH UNIT AND TO THE ADMINISTRATION BUIILDING. PROVIDE INDOOR RATED COPPER TO THE ADMINISTRATION
BUILDING.

2. EXISTING OSP CONDUITS TERMINATE IN EXISTING 30"X30"X18" WALL MOUNT ENCLOSURE. ROUTE NEW OSP CABLING
THROUGH EXISTING ENCLOSURE AND THROUGH EXISTING SLEEVE INTO BUILDING. SEE PLAN DRAWINGS AND TELECOMMUNICATIONS
ROOM/ENCLOSURE DETAILS IN PROJECT MANUAL FOR FURTHER INFORMATION.
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S~~a. \ AN SERVED FROM OLYMPIC MDF - O -
~~<_ \ \ OLYMPIC — ADMINISTRATION C—01 A 200 F—01 MM AA 2 L) (&)
S~ \ F—01 SM 12 <<
-~ AN OLYMPIC — OZETTE UNIT C—02 B 700 F—02 MM AB 12 —02 Q 75 > _ (TR
n2A \ F—02 SM 12 o)
\ OLYMPIC — OZETTE KITCHEN C—03 C 700 F—03 MM AC 12 O (&)
AN F—03 SM 12 - o
\ OLYMPIC — OZETTE RECREATION C—0% D 700 F—04 MM AD 12 —04 R 25 " (U]
{ha F~04 SM 12 : 2 =
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\ F—05 SM 12 i <= -
OLYMPIC — CARPENTER SHOP c—o8 F 50 F—08 MM AF 12 s (7)) (@)
F—08 SM 12 >
N OLYMPIC — HOH UNIT C—09 C 700 F—09 MM AG 12 —09 S 25 z ;
F—09 SM 12 z
OLYMPIC FACILITY OSP BACKBONE ROUTING m OLYMPIC — WAREHOUSE C—013 H 50 F—013 MM AH 12 8
SCALE: 1"=100"—0" \I_/ F-013 SM 12 g
NOTES A,B.C,1 OLYMPIC — WWTP c—Wi1 ] 50 E—\\/,vv11 nszlm Al 13
CLEARWATER — CLEARWATER UNIT c—C2 J 700 F=CZ WM AJ 24 —C2 T 700 DATE:
F—C2 SM 36 4/15/03
SERVED FROM CLEARWATER UNIT IDF DRAWN BY:
CLEARWATER — DNR SHOP C—DNR1 K 50 MPG
CLEARWATER — DNR ADMINISTRATION c—C1 C 50
CLEARWATER — CLEARWATER RECREATION C—C3 M 700 F—C3 MM AM 2 —C3 U 75 02-307
F—C3 SM 12
CLEARWATER — EXTENDED FAMILY VISIT c—C4 N 50 F—C4 MM AN 12 FILE No.:
F—C4 SM 12 T1.DWG
CLEARWATER — EDUCATION,/MEDICAL c—C5 ) 200 F—C5 MM AO 12
F—C5 SM 12 . |
CLEARWATER — CHAPEL C—C10 P 700 F—C10 MM AP 12 SHEET No.:
F—C10 SM 12

NOTE: BUTTERFLY REFERENCE FOR FIBER OPTIC CABLES DEPICTS A SINGLE REFERENCE FOR TWO CABLES INSTALLED IN A SINGLE INNERDUCT. I 1




njdavis

Rectangle



njdavis

Oval



njdavis

Line



njdavis

Text Box

MDF 



njdavis

Line



njdavis

Text Box

MAIN ENTRANCE










